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FLAT M.H. COVER
(ASTM C 478)

48”9 PRECAST CONC.
(ASTM C478)

NOTE:

PLUG SHALL BE EITHER MECHANICALLY
RESTRAINED OR USED WITH A KICKBLOCK.
LENGTH OR SIZE PER DENVER WATER
ENGINEERING STANDARDS.
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5" THREADED CONCRETE SUPPORT \CONCRETE FOOTING
COPPER PIPE 2” DRAIN & WASTE VALVE,
M OPERATING NUT AND DRAIN.
NOTE:

WITH PRIOR APPROVAL OF DENVER WATER,
A FIRE HYDRANT MAY BE SUBSTITUTED
FOR THE PERMANENT 2" BLOWOFF. SEE
SHEET 15 FOR EXTENSION GUIDE.
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DETAIL
PERMANENT 2° BLOWOFF
IN 48" MANHOLE
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